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NORTH CENTRAL POWER CO., INC.

PREVENTATIVE MAINTENANCE PLAN
(WL ADM. CODE 113.0607)

In 2001 North Central Power Co., Inc. will be updating its inspection program to inspect all
transmission and distribution lines and substations on an annual basis. The new program will
follow the same format at Northwestern Wisconsin Electric Company’s inspection plan.
Inspections will be done by linemen and foremen.

Guidelines are provided with annual inspection forms.

CORRECTIVE ACTION SCHEDULE

Crews will be instructed to correct all minor deficiencies that can be done safely at the time of
the inspection.

Crews are to report any code violations or unsafe conditions immediately to their supervisor.
These deficiencies will be corrected as soon as possible.

Pole replacement and brushing that does not need immediate attention will be done as time
permits.

Inspection reports will be retained for 10 years and indicate the date of any corrected
deficiencies.
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VISUAL SUBSTATION CHECK

SUBSTATION DATE TIME TAKEN
Spare transformers in SUB - KVA KVA KVA

1. Are oil levels OK YES_ NO

2. Are oil gauges OK YES  NO

3. Are tanks free from leaks YES_ NO

4. Temperature on transformer A B C

5. Pressure vacuum reading

6. Are all thermometers OK YES _ NO_
7. Are all bushings OK on regulators & transformers YES__ NO
8. Are all equipment grounds OK YES _ NO_
9. Is yard clean YES _ NO
10.Do H.V. Fuses appear OK YES __ NO_
11.How many extra H.V. Fuses in station

12. Are fuses properly stored YES _ NO
13.Do all connections appear OK YES  NO
14.Do arresters appear OK YES _ NO
15.Do all switches and disconnects appear OK YES _ NO
16.Do all insulators in substation appear OK YES __ NO_
17.Do all pot heads appear OK YES __ NO_
18.1s substation fence OK YES _ NO_
19.Fences and gates grounded properly YES _ NO
20.Erosion or soil build-up YES _ NO_
21.Are all fence heights proper YES __ NO_
22.Are there any missing or faded signs YES_ _ NO_
23.Check for loose gates & missing fence/Gate grds.OK YES _ NO_
24.Check for missing barb wire and locks - OK YES__ NO

25.Any evidence of unauthorized entries YES NO:




10.

11.

12.

13.

ITEMS TO WATCH FOR AND/OR CORRECT ON LINE PATROL

UD CHECK

Terminations on overhead and take-off poles
U-Guard installations

Primary and secondary connections on pad
mount transformers

Check all grounding on UD transformers
Check for corrosion
Check for damaged installations:

a. Transformer
b. Junction pedestals

1. primary
2. secondary
Rodent damage

Discoloration from arcing — lightning, etc.

Check for proper High Voltage Signing on all
URD enclosures

Be sure al URD enclosures are properly locked
Replace any missing penta head bolts
Remove lifting bolts from padmount transformers

Check for leaks on transformers




DATE

CORRECTED

POLE NO

PROBLEM FOUND

YES

NO

COMMENTS
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